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Subchapter 1 - Purpose and Application

ILHR 11.001 Purpose. The purpose of this code is to provide safe instal-
lation, operation, use, maintenance and transportation of liquefied pe-
troleum gas equipment and systems,

History: Cr. Register, December, 1984, No. 348, eff. 1-1-85.

ILHR 11.002 Application. The rules of this chapter shall apply to the
design, construction, location, installation, operation,. repair and main-
tenance of equipment for the storage, handling and use of liquefied petro-
leum gases in dwellings, public buildings and places of employment. The
rules shall also apply to the transportation of liquefied petroleum gases
by tank truck or tank trailer but not to railroads engaged in interstate
commerce or to equipment used by them.

Note: In addition to the requirements of this chapter, all frequenters and employers in pub-
lic buildings and places of employment and employes in public sector places of employment
are protected by the provisions of chapter Ind 1000-2000 - Safety and Health Code. Employes
in private sector places of employment are protected by the regulations of 29 CFR 1910,
OSHA 2206, Revised March 11, 1983 of the U.S. Department of Labor, Occupational Safety
and Health Administration (OSHA).

History: Cr. Register, December, 1984, No. 348, eff. 1-1-85.

Subchapter II - Definitions

ILHR 11.01 Definitions. In this chapter:
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(1) "Approved" means acceptable to the department.
Nole: The department will ordinarily accept items approved by a nationally recognized

testing laboratory.

(2) "Container" in 	 all vessels such as tanks, cylinders, bottles or
drums used for transporting or storing of liquefied petroleum gas. .

(3) "Department" means the department of industry, labor and
human relations.

(4) "Dwelling unit" means a structure, or part of a structure, which is
used or intended to be used as a home, residence or sleeping place by one
person or by 2 or more persons maintaining a common household, to the
exclusion of all others.

(5) "Place of employment" means every place, whether indoors or out
or underground, and the premises appurtenant thereto, where either
temporarily or permanently any industry, trade or business is carried on,
or where any process or operation, directly or indirectly related to any
industry, trade or business is carried on, and where any person is, di-
rectly or indirectly, employed by another for direct or indirect gain or
profit, but does not include any place where persons . are employed in pri-
vate domestic service which does not involve the use of mechanical
power or farming.

Note: This definition is taken from s. 101.01 (2) (a), Stats.

(6) "Pressure vessel" means a container for the containment of pres-
sure, either internal or external. This pressure may be obtained from an
external source or by the application of heat from a direct or indirect
source, or any combination thereof.

(7) "Public building" means any structure, including exterior parts of
the building, such as a porch, exterior platform or steps providing means
of ingress or egress, used in whole or in part as a place of resort, assem-
blage, lodging, trade, traffic, occupancy, or use by the public or by 3 or
more tenants.

Note: This definition is taken from s. 101.01 (2) (h), Stats.

(8) "Secondhand vessel" means a pressure vessel'that has changed lo-
cation subsequent to the original installation.

History: Cr. Register, December, 1984, No. 348, Off. 1-1-M

Subchapter III - Administration and Enforcement

ILHIt 11,10 }Notice requirements. (1) PEI;bfANENT INSTALLATIONS.
Every person, firm, association or corporation permanently installing
equipment using liquefied petroleum gas, having a 125-gallon (552.5
pounds) individual container or aggregate water capacity or larger, shall
furnish the customer or user and the local fire department a written
statement of installation. The statement shall:

(a) Be furnished at the time of installation;

(b) Be on a form acceptable to the department; and

(c) State that the design, construction, location and installation of
containers conforms with this chapter.
Register, December, 1984, No. 348
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(2) TEMPORARY INSTALLATIONS. Every installer, contractor, builder or
user of equipment using liquefied petroleum gas in 100-pound (22.62 gal-
lons) gas-rated containers or larger shall submit a written notification to
the local fire department prior to the temporary use of such equipment.

History: Cr. Register, December, 1984, No. 348, eff. 1-1-85.

1LHR 11.11 Approval of proposed conslrueflon, installation and operation
of liquefied petroleum gas facilities. (1) DEPARTMENT APPROVAL OF PLANS.
At least 3 sets of plans, which are clear, legible and permanent copies,
and one copy of specifications and complete information shall be submit-
ted to the department for examination and approval before commencing
construction on any liquefied petroleum gas installation using containers
of 2000-gallon or larger water capacity.

(2) PLANS, SPECIFICATION AND INFORMATION. Plans, specifications and
information submitted to the department for review and approval shall
contain the following;

(a) The name of the owner; the name of the person, firm or corporation
proposing the construction or installation, if other than the owner; the
address of the facility including the names of adjacent streets and high-
ways;

(b) .A plot plan indicating1he location of the facility or installation
with respect to property lines, lot lines, adjoining streets or alleys and
other buildings on the same lot or property. The layout of buildings, con-
tainers, loading and unloading-docks, type of construction of each build-
ing and any stream or body of water within 150 feet of the containers
shall also be indicated;

(c) The location, size and capacity of each container;

(d) The type of container supports, clearances, type of venting and
pressure relief used and combined capacity of all venting and relief
valves on each container; and

(e) Plans for service stations involving the use of key, card or code
dispensing units shall indicate the location of emergency controls and
shall include the following, if applicable:.

1.The location and details of the key, card or code operated dispensing
devices;

2. A copy of the agreement between the key, card or code holder and
the station owner; and

3,'A copy of the program used to train those persons who will operate
the key, card or code dispensing devices.

(3) ADDITIONAL APPROVAL, Approval of plans is based upon compli-
ance with the requirements of this chapter. Storage, handling and use of
liquefied petroleum gases may be subject to compliance with additional
requirements in applicable codes, local zoning and similar ordinances,

Register, December; 1984, No. 348
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(4) APPLICATION FOR APPROVAL. An Application for Installation of
Liquid Petroleum/Pressure Vessels form shall be included with each ap-
plication for approval.

Note 1: See Appendix for an example of the Application for Installation of Liquid Petro-
leum/Pressure Vessels form (SBD-61138).

Note 2: Form SBD-6438 is available from the Department of Industry, Labor and Human
Relations, Division of Safety and Buildings, P.O. Box 7969, Madison, Wisconsin 53767.

(a) If, upon examination, the department or local official having ap-
proval jurisdiction determines that the plans and the application for ap-
proval substantially conform to the provisions, of this chapter, a condi-
tional approval, in writing, shall be granted. All noncode complying
conditions stated in the conditional approval shall , be corrected before or
during construction or erection. A conditional approval issued by the de-
partment or local official having approval jurisdiction shall not be con-
strued as an assumption of any responsibility for the design or construe-
tion of a liquefied petroleum gas facility.

(b) If the department or local official having approval jurisdiction de-
termines that the plans or application'do not substantially conform to
the provisions of this chapter, the application for conditional approval
shall be denied, in writing.

(c) In the event of a dispute as to whether the information submitted
to a local official having approval jurisdiction shows compliance with the
provisions of this chapter, tiie application shall be submitted to the de-
partment for review and the decision of the department shall govern.

(5) APPLICATION PROCESSING TIME. The department shall process all
applications and shall approve, conditionally approve or deny the appli-
cation in writing within 16 working days of receipt of the application.

History: Cr. Register, December, 1984, No. 348, eg . 1-1-85.

ILHR 11.12 Revocation of approval. The department may revoke any
approval issued under the provisions of this chapter for any false state-
ments or misrepresentation of facts upon which the approval was based.

History: Cr. Register, December, 1984, No. 348, off. 1-1-85.

ILHR 11.13 Departmental limitation and expiration of plan approval. Plan
approval by the department or its authorized deputy shall expire one
year after the date indicated on the approved plans, if construction has
not commenced within that year.

History: Cr. Register, December, 1984, No. 348, eff, 1-1-85.

ILHR 11.19 Enforcement and inspections. (1) ENFORCEMENT. The rules
in this chapter shall be enforced by the department and its deputies, and
by all local officials or bodies having jurisdiction to approve plans or
specifications or issue permits for construction, alterations or installa-
tions within the scope of this chapter or having authority to investigate
and eliminate related lire hazards.

(2) INSPECTIONS, Inspections shall be conducted during or after con-
struction or installation by an authorized representative of the depart-
ment or by local officials having. jurisdiction to ascertain whether or not
Register, December, 1984, No. 348
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the construction or installations conform to the conditionally approved
plans, the conditional approval letter, and the provisions of this chapter.

History. Cr, Register, December, 1984, No. 348, eff. 1-1-85.

ILHR 11.15 Fees. Fees shall be submitted to the department as speci-
fied in s. Ind 69.10.F ces shall be submitted at the time the application for
approval is submitted. No plan examinations, approvals or inspections
may be made until the fees are received.

History: Cr. Register, December, 1984, No. 348, off. 1-1-85.

ILHR 11.16 Appeals. As specified in s. 227.015, Stats., any municipal-
ity, corporation or any 5 or more persons having an interest in the rule
may appeal to the department requesting the adoption, amendment or
repeal of the rule.

History: Cr. Register, December, 1984, No. 348, eff. 1-1-M.

ILHR 11.17 Petition for variance. (1) PROCEDURE. The department
shall consider and may grant a variance to an administrative rule upon
receipt of a fee, a completed petition for variance form from the owner
and a position statement from the fire department having responsibility
provided an equivalency is established in the petition for variance which
meets the intent of the rule being petitioned. The department may imr-
pose specific conditions in a petition for variance to promote the protec-
tion of the health, safety or welfare of the employes or the public, Viola-
tion of those conditions under which the petition is granted shall
constitute a violation of this chapter.

(2) PETITION PROCESSING TIME. Except for priority petitions, the de-
partment shall review and make a determination on a petition for vari-.
ante within 30 business days of receipt of all calculations, documents and
fees required to complete the review. The department shall process prior-
ity petitions within 10 business days.

Note 1: See Appendix for an example of the Petition for variance Form (form 511-8) and the
Fire Department Position Statement Form (form SB-8A).

Note 2: Section 101.02 (6), Slats., outlines the procedure for submitting petitions to the de-
partment and the department's procedures for hearing petitions.

History: Cr. Register, December, 1984, No. 348, eff. 1-1-85.

ILHR 11.18 Penalties. Penalties for violations shall be assessed in ac-
cordance with s. 101.02 (13), Stats.	 -

Note 1: Section 101.02 (13) (a), Slats_ indicates penalties will be assessed against any em-
ployer, employe, owner or other person who fails or refuses to perform any duty lawfully en-
joined, within the time prescribed by the department for which no penalty has been specifi-
cally provided, or who fails, neglects or refuses to comply with any lawful order made by the
department or any judgement or decree made by anyone in connection with as. 101.01 to
101.25, Slats. For each such violation, failure or refusal, such employe, owner or other person
must forfeit and pay into the state treasury a sum not less than $10.00 nor more than $$100.00
for each violation.

Note 2: Section 101.02 (12), Slats., indicates that every day during which any person, per-
sons, corporation or any officer, agent or employe thereof fails to observe and comply with an
order of the department will constitute a separate and Istinct violation of such order.

History: Cr. Register, December, 1984, No. 348, eff. 1-1-85.

Register, December, 1984, No. 348



WISCONSIN ADMINISTRATIVE CODE
ILHR 11

Subchapter IV - Standards

ILHR 11.20 Adoption of standards by reference. (1) CONSENT TO INCOR-
PORATE. Pursuant to s. 227.025, Stats., the attorney general and the revi-
sor of statutes have consented to the incorporation by reference of the
following standards, subject to the changes specified in s. ILHR 11.21:

(a) National Fire Protection Association, Batterymarch Park,
Quincy, Massachusetts 02269, National Fuel Gas Code, NFPA No. 54-
1980; Standard for Storage and Handling of Liquefied Petroleum Gases,
NFPA No. 58-1983; Standard for the Storage and Handling of Liquefied
Petroleum Gases at Utility Gas Plants, NFPA No. 59-1979; Standard on
Fire Safety Criteria for Recreational Vehicles, NFPA No. 501C-1982,
Chapter 2 - Fuel Systems and Equipment.

(b) American Petroleum Institute, 2101 L Street, Northwest, Wash-
ington, D.C. 20037, Design and Construction of LP-Gas Installations at
Marine and Pipeline Terminals, Natural Gas Processing Plants, Refin-
eries, Petrochemical Plants, and Tank Farms, API Standard 2510, 4th
Edition, December 1978.

(2) 1NTERIAI AMENDMENTS. Interim amendments of the standards shall
have no effect in the state until such time as this section is correspond-
ingly.revised to reflect those changes.

(3) AVAILABILITY OF STANDARDS. (a) Standards of the National Fire
Protection Association may be obtained by writing to Publications Sales
Department, National Fire Protection Association, Batterymarch Park,
Quincy, Massachusetts 02269.

(b) Standards of the American Petroleum Institute may be obtained
by writing to the American Petroleum'Institute, 2101 L Street, North-
west, Washington, D.C, 20037.

(4)FILING OF STANDARDS. Copies of the standards in reference are on
file in the offices of the department, the secretary of state and the revisor
of statutes.

History: Cr. Register, December, 1984, No. 348, off. 1-1-85.

ILHR 11.21 Amendments to national fire protection association standard
no. 58-1983. NFPA Standard No. 58-1983 Section 3-6.2.6 (e) shall read:

"(e) Containers shall be installed with as much road clearance as prac-
ticable. This clearance shall be measured to the bottom of the container
or the lowest fitting, support or attachment on the container or its hous-
ing, if any, whichever is lowest, as follows:

Note: See Figure 3-6;2.6(e),

(1) Containers installed between axles shall comply with 3-6.2.6 (e)'(3)
or be not lower than the lowest of the following points and surfaces:

(a) The lowest point forward of the container on:

I. the lowest structural component of the body;

2. the lowest structural component of the frame or subframe, if any;

3. the lowest point on the engine; or
Register, December, 1984, No. 348
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4. the lowest point on the transmission, including the clutch housing or
torque converter housing, as applicable.

Note: See Part 1, Figure 3-6.2.6(e).

(2) Containers installed -behind the rear axle and extending below the
frame shall comply with 3-6,2.6(e) (3) or be not lower than the lowest of
the following points and surfaces:

(a) Not lower than the lowest point of a structural component of . the
body, engine, transmission, including clutch housing or torque converter
housing, as applicable, forward of the container. Also not lower than
lines extending rearward from each wheel at the point where the wheels
contact the ground directly below the center of the axle to the Iowest and
most, structural interference including the bumper and frame; or,

Note: See Part 2, Figure a-6.2.6(e).

(b) Where there are 2 or more rear axles the projections shall be made
from the rearmost one of them.

(3) Containers may be installed within the space in which the or ig inal
manufacturer of the vehicle installed the LP-Gas container. Where an
LP-Gas container is substituted for the fuel container installed by the
original manufacturer of the vehicle, whether or not that fuel container
was for LP-Gas, the LP-Gas container must fit within the space in which
the original fuel container was installed."

0 P100	 A, AF

PART I	 Asne o+:o. ... .nui^.e . c,^..n*^^ ex
+nwun otMnnu	 .

PART 7

Figure 3-6,2.6(e) Container Inuallation Clearances

History Cr, Register, December, 1984, No. 348, ef[. 1-1-85.

II.HR 11.22 Construction, installation, operation and maigtenauce of liq
ue6ed petroleum gas facilities. All liquefied petroleum gas facilities shall

Register, December, 1984, No. 348



8	 WISCONSIN ADMINISTRATIVE CODE
11,1111 11

be constructed, installed, operated and maintained as specified in the fol-
lowing standards:

(1) NATIONAL MIME PROTECTION ASSOCIATION. National Fire Protec-
tion Association Standards NFPA No. 54-1980 - National Fuel Gas
Code as referenced in NFPA No. 58-198 .3; NFPA No. 58-1983 - Standard
for the Storage and Handling of Liquefied Petroleum Gases as amended
by s. ILHR 11.21; NFPA No. 59-1979 Standard for the Storage and
Handling of Liquefied Petroleum Gases at Utility Gas Plants; and
NFPA No. 501C-1982 - Standard on Fire Safety Criteria for Recrea-
tional Vehicles, Chapter 2 - Fire Systems and Equipment; and

(2) AMERICAN PETROLEUM INSTITUTE. American Petroleum Institute
Standard 2510 - Design and Construction of LP-Gas Installations at
Marine and Pipeline Terminals, Natural Gas Processing Plants, Refin-
eries, Petrochemical Plants, and Tank Farms, 4th Edition, December
1978.

History: Cr. Register, December, 1984, No. 348, eff. 1-1-85.

Subchapter V - General Requirements

ILHR 11,30 Self-service to vehicle fuel tanks and recreational equipment.
(1) GENERAL. No person, except the following, may dispense any lique-
fied petroleum gases unless the dispensing is through approved liquefied
petroleum gas dispensing devices or devices pending approval:

(a) Trained authorized employe of a bulk storage plant, container
charging plant or service station; or

(b) Trained authorized motor vehicle fleet employes.

(2) LOCATION OF KEY, CARD OR CODE DISPENSING SYSTEMS. (a) Attended
locations. Liquefied petroleum fueling facilities may be located in areas
accessible or open to the general public provided the facility is equipped
with key, card or code operated dispensing devices listed or approved by
a nationally recognized testing laboratory and an attendant is on duty at
all times when liquefied petroleum gas is being dispensed.

(b) Nonatlended locations. Dispensing of liquefied petroleum gas may
be permitted without an attendant provided the dispensing facility is not
freely accessible or open to the general public and the facility is equipped
with approved key, card or code operated dispensing devices.

(3) POSTING OF SIGNS. A permanent sign providing a 24 hour service
call telephone number in letters at least one inch high shall be posted at
the dispensing device in all nonattended locations,

(4) PUBLIC SELF-SERVICE PROHIBITED. Self-service of liquefied petro-
leum gas by the general public shall be prohibited.

History: Cr. Register, December, 1984, No. 348, eff,1-1-85.

ILHR 11.31 Identification of vehicles powered by liquefied petroleum
gases. (1) GENERAL. Each over the road general purpose vehicle powered

y liquefied petroleum gas shall be identified with a diamond shaped de-
cal.

(2) LOCATION OF DECAL. (a) The decal shall be located on the lower
right rear of the -vehicle inboard from any other markings.
Register, December, 1984, No. 348
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(b) The decal shall be located on the trunk lid of a vehicle so equipped.

(c) The decal may not be located on the bumper of any vehicle.

(3) SIZE OF DECAL. The decal shall be 4-3/4 inches long by 3-1/4 inches
high,

(4) MARKING AND COLOR of DECAL. (a) The marking of the decal shall
consist of a border and the word "PROPANE

(b) The border and the word "PROPANE" shall be of silver or white
reflective luminous material on a black background.

(c) The word "PROPANE" shall consist of letters at least one inch in
height centered in the diamond.

Note: See Appendix for additional information.

History: Cr. Register, December, 1984, No. 348, eff. 1-1-85.

ILHR 11,32 Dispensing prohibition. No person may dispense liquefied
petroleum gas fuel into any tank in a concealed area of a vehicle unless
the vehicle is identified as specified in s. ILHR 11.31.

History: Cr. Register, December, 1984, No. 348, off.

ILHR 11.33 Fuel supply tanks for liquefied petroleum cargo tank trucks.
Every motor vehicle operated by liquefied petroleum gas fuel shall be
equipped with a liquefied petroleum gas fuel supply tank separate from
and in no way connected to any liquefied petroleum cargo tank on or
attached to the motor vehicle.

History. Cr. Register, December, 1984, No. 348, eff.

ILHR 11.34 Piping. All piping for liquefied petroleum gas shall comply
with the requirements of the National Fuel Gas Code, NFPA No. 54-
1980 as referenced in NFPA No. 58-1983.

History: Cr. Register, December, 1984, No. 348, off. 1-1-85.

ILHR 11.35 Containers and pressure vessels. Design, construction, and
repairs and alterations by welding to liquefied petroleum gas containers
and pressure vessels shall conform to the requirements of chs. ILHR 41
and 42.

History: Cr. Register, December, 1984, No. 348, eil. 1-1-85.

ILHR 11.36 Secondhand pressure vessels. The use of secondhand pres-
sure vessels, having a water capacity in excess of 2,000 gallons and in-
tended for liquefied petroleum gas service, shall be prohibited, unless the
following conditions are satisfied:

(1) MANUFACTURER'S DATA REPORT. The original manufacturer's data
report is available;

(2) ALTERATIONS AND REPAIRS BY WELDING. All alterations and repairs
by welding are documented in writing to verify compliance with chs,
ILHR 41 and 42; and

(3) OTHER REQUIREMENTS. An inspection of the pressure vessel as
specified in s. ILHR 11.01 (6) has been performed at its new location by
an authorized inspector as defined in s. ILHR 41.02 (10).

History: Cr. Register, December, 1984, No. 348, eff. 1-1-85.

Register, December, 1984, No. 348
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ILHR 11.37 Valve outlet seals. (1) GENERAL. (a) Except as provided in
par. (b), the valve outlets on containers having a water capacity of 148
pounds or less shall be equipped with an effective seal, such as a plug, cap
or approved quick closing coupling.

Note 1: Containers having a water capacity of 108 pounds have a nominal 45 pound propane
capacity.

Note 2: See Appendix for further explanatory material.

(b) Single trip non-refillable, disposable and new unused containers
need not comply with the provisions of par. (a).

. (2) UsE. The seal shall be in place whenever the container is not con-
nected for use.

History: Cr. Register, December, 1984, No. 348, eff. 1-1-85.

Register, December, 1984, No. 348
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APPENDING

The material contained in this appendix is for clarification only, The
notes, illustrations, forms, etc., are numbered to gorrespond to the
number of the rule as it appears in the text of the chapter.

Register, December, 1984, No. 348
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A11a11 (4) - Application for Approval

The following form (SBD-6038) is referred to in this section. Copies of
this form are available from the Division of Safety and Buildings, Pe 0.
Box 7969, Madison, Wisconsin 53707.

DEPARTMENTOF	 APPLICATION FOR INSTALLATION OF 	 SAFETY& UUILU.Nu	 ?
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HUUAN RELATIONS	 NTADISON,WI 67707 	 -
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FLOAT
GAUGE

ROTARY
GAUGE

OUTAGE
CAUGE

THER-
.0METER

EMERG.
VALVE

1. qYet q fin qYes q N- qYes qN- qYn qM q Yes q M

2- qYes qM qYes qNh qYes q No qYes q No q Yes q Fn

3. qYas [.IN. qYes q M qYes qNn qYee q Ifa qY. q M

/Ve fN •lutettwes Sala reportsaniab'eT	 q Yes	 q NO

D.—Vv 	 q Yes	 qM

Sa to:t yt nt in pond	 oyes 	 [IN.
Sp	 fr

W,B here ae	 q Ya,	 qM
olcllnseosossflt ce eal	 _MITINUEOON REVERSE -
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INSTALLATION

$can ExanialYan-1000 gaf'anE rnatsr ul>x0^t y And 111W

S^tx lrripaCCipn -- 10009s'fon xatee ralaaaNaM Eargdr

SELF SERVICE OR KEY-CAR CI CODE

Poan Exam:'nalron

Ste tra[^tian

REVISION OF PLANS PREVIOUSLY APPROVED

No. 0F
TANKS	 0651	 SUBTOTAL	 .

X $43m • $

XS73L0	 - $

SY1L0 • $

$ 43M • S

MJDO • S

TOTAL • S

Irara"e. Nx-y

Y.rxel Address	 C'lY• 5'.r:, Zq CCde

,fllEfe shxFA pr9n dPPr0,31 IX SEnII	 ^6W!<.r	 q Irn[SI'E!

CERTIFICATION

Icertify by synatwe that apyl:ca6 'e prar.iL—of IND 9a,d NFPA 68 , 1979, RILW w cwt [sled NI—I,.. 111 N w PT H,r tf,.

RETURN THM APPLICATION WITH APPROPRIATE FEESI TO THE AR EACLOSEST TO YOU:

WE YKEUILDI.NOOUMON WAVKE3	 OFFICE dAEENMYOFFICE C1IF""AFALLSOMCE
POS TOm"IlO%7080 FIRE PAEYENFION COORS. FIRE PREVE NT ION COOAP. FIRE PREVENTION 	 ORD.W
201 F. WkEH.N IOh AVENUE $IN F. MORELANO BLVb, 2"ISA4 LUIS PLACE t3E.P11110EST.
W1IN'^%i dl,;m -AVKEStA.W1 mid OAEENEAY,[NI"X4 MnEWAFALLE.W 661;0
U=12E&S01 0 [4117641-0014 1411149180]¢ 1116 ) 7riim
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A11.17 Petitions for Variance

The following forms (SB-8 and SB-8A) are referred to in this section.
Copies of these forms are available from the Division of Safety and
Buildings, P.O. Box 7989, Madison, Wisconsin 53707.

FETIT104 FOR VARIANCE	 y/ISCONSI N DEFARTAFLNT OF	 OFFICE l75EONLY
OF ARUES 14 RE	 ]HOLLSTRY, LABOR ANA IIU'AAN R ELAUCINS 	 PeEIC^in Na.
w1SLOM14 AWIN ^Te.71E COOS	 DIVISION OF SAFETY a, SUILDINGS 	

-Nvn F
	P.O. BOX 7959. MAMSON,VII 67707	 E_

,e of On-e. 6..?.#-y CCac —LS Aae-lFY-4rctw Frq.zer'vy F'un

Cd-pm-r to^a^., IV'.-e,n m-! S^nt6 M_

SveetS Na. B+4,y EOUr'a+, Saarr	 N^ Gry	 S^^^r&ip

Crr	 Sss6Z^ Gry	 [arty Ynvs

hen N—bvW

1. Ru'r	 of the W.scans'n Adr:rassat'- code unrest tl xt'rey sat :sf:ed t—ufl:

___________________________________________________..___________---

_.._______________________________-____________________---_________

2. fn T.e^ of ca'^PY^^9 e.xlM s+'^tN Use n	 z FN'an'ey a?ternaYre '1 ProEwssd as a mesa of pror.drg an eq+%ra'c^¢
dyne of sshty:

_____..__..___________________________. 	 __________________--

_______________________.._------_______________------______________

a. oupcxr, g arg^.x:a are:

________________________

------------------------
------------------------
________________________

VERIFICATION 9YOMNER-PETITION ISVAU0 ONLY IF NOTARIZED
For Fe! Inf—allon See ird.69,15 or Comsat The DpvfterA at (W5) 255 IM

b.}g d.A/ —..Sis he N N ltt'w—herein, th,, h¢ he, Seed
the fa Eyinq peutir yd that tha 1Mx if Irue, ES he ♦xr.]y bef:eref.

OFFICE USE ONLY
Ss"a-_.l ca Ow..r	 Dl:e R—,,d	 Amgint PdTd	 Reu;pl No.

9.6scnbM a-d morn to rrd th:! 	 dry of 19_,

Caney. Wseans'n.
Oapxtmtnt ACINn

uo a.r Fw^e	 Oft of Tha Seaet"	 Oate

Me comrt':ssen exp':rn:

ollxn Se BIR Or9a1
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POI I TION STATEMM	 WISCONSIN DEPARTMENT OT

To be tamp !ad by	 INDUSTRY, LABOR AND HUMAN R ELAT90NS

CKat.I fireDeDa,vr^x^t	 DIVISION OF SAFETY a 8UILDINOS

5e &A It-"I	 -	 P.D. BoX 7969 moisON W1 53707

he aafOwv~_ — B:isSy OCt^ya+rywU,a

^

Aye^,Ard.'^.anwE.r^y'nat^:.gFVm	 -_

G^.^pa,(	 ^ Tevnt Ka*e, it e^./ SvrrSS Wa-

5:rnt6 M1O. 8i1Sry LaceativNtA Na. ON	 5:,le52q

_	 .Gty	 A 2. Gry C.—, Peya

f. I Pu,e rea3tnr peGYwn fprvariAnt e of "O.0

2. Iteund	 ^f	 De^*s^	 Apwaea7
fo+ack eyacopriate bod	 I

Cotionel ApFUmxl	 Nn Comma^t'
_	 _..-

3. E.pTa	 Ct	 fa RetomTendat;on:

' RBasked, Firo Dapma	 nla mfiy 6n5" te'No Cum!rnnt°on non-fin, safely

teur^a hea errri,avY^D, etc. '-

iswes sxhassaritarY.—Ity taruerra!'ron,sUUt1w¢I,

4. q I Fnd rro tantit[ µi[h 1pul rutat Ind regu!abwra

q I FiW [het V,, pelittnn IS In conif.t 	 th losel r¢fes and reP,!atioro

 _-'-

5pvtw of fire Emmet Date

PLEASE COMPLETE AND SUBMIT PROMPTLY TO DEPARTMENT OF INOUSTRY, LABOR AND NumAN RE LATIONS AT THE
ADDRESS SHOWN ABOVE.
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A11.31 Identification of Vehicles Powered by Liquefied Petroleum
Cases

The following is a full scale example of the identification decal speci-
fied in this section;

Register, December, 1984, No. 348
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A11.37 Valve Outlet Seals

The following illustration depicts a typical plug which satisfies the in-
tent of the rule:

WARNING
TO PREMIT ACGIBE TAL GAS LEAKS

Qutlet plug must be tightly in place
with valve closed when transporting
and storing this cylinder.

Tighten plug by turning counter
clockwise. }Lake sure valve is
tightly closed before removing
plug slowly.

Do not transport cylinder in a very
hot vehicle. Use and store
cylinder outdoors. Always keep
cylinder in upright position.

PLUG & FASTENER

Register, December, 1984, No. 348
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